TEMPORARY METER POLE PLACEMENT
OVERHEAD INSTALLATION

See:
Bracing
Top View

Note:

Customer owned line side
conductor 18" Min. if accessible
by service truck (within 15’ of
8" Min. : a driveable surface).

16’6"x4"x4" Min.

Attachment insulator
to be provided by
Customer.

Point of
attachment
to pole must
be 12'—6"min.
above ground.

Service Clearance
(Refer to Residential
Service Workbook
Figure 5.)
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Post must be \Ground

sunk 36" Min. | . per NEC.
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BRACING
TOP VIEW

NOTE:

Service Temporary

APPROVED SERVICE EQUIPMENT PROVIDED BY
CUSTOMER INCLUDES A SUITABLE SUPPORT POST
AND BRACING WITH AN APPROVED ATTACHMENT
INSULATOR SPOOL, UL LISTED OR APPROVED
CONDUIT AND WEATHERHEAD, METER SOCKET,
WEATHERPROOF DISCONNECT SWITCH AND
RECEPTACLE BOX WITH GROUND WIRE, CLAMP
AND GROUND ROD PER NEC.




